SCOPE OF WORK
INSTALLATION OF TRIPLEX WATER BOOSTER PUMPS
U.S. CONSULATE PESHAWAR, PAKISTAN
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Attachment #1: Layout of the existing skid with 2 Pumps, bladder tank and
control panel

Attachment #2: Picture of the existing installed system
Attachment #3: Existing system with pump operation guidelines
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ATTACHMENT 3
Existing system with pump operation guidelines

#65mm_SUCTION PIPE

" BOOSTER PUMP (STANDBY)
®E5mm_ SUCTION PIPE [ WITH PRESSURE TANK & SWITCHES etc.
‘VITH FOOT VALVE AT BOTTOM / | Q=25USgpm, H=2bars

/|
i s
II
\ / | /asomm DELIVERY PIPE

—|

-._PCC_PLATEFORM SIZE & CLASS OF PCC

AS PER RECOMMENDATIONS OF PUMP
SUPPLIER

#50mm_DELIVERY PIPE

UGWT
EXISTING

a "B
\ BOOSTER PUMP_(WORKING)
WITH PRESSURE [ANK & SWITCHES etc.

\ Q=25USgpm, H=2bars

\Gﬁﬁmm SUCTION PIPE

TYPICAL PLAN DETAIL OF
BOOSTER PUMPING SYSTEM

Rev-1 Page 4



SCOPE OF WORK
INSTALLATION OF TRIPLEX WATER BOOSTER PUMPS
U.S. CONSULATE PESHAWAR, PAKISTAN

BALL WALVE

DANFOS PRESSURE SWITCH

DANFOS PRESSURE SWITCH

DELIWERY PIPE

VALVE

NON-—RETURM

SUCTION PIFE

SIZE OF PIFE,
GV & NRV ARE TO A
BE AS PER PLAN

1069

SIZE AS PER PLAN

WITH OPENING _
FOR PRIMING SUCTION PIPE =
SI/E AS PER FLAM
DIAPHRACH TANK /
ek
SIOE ELEVATION FROMNT ELEVATION
{ONLY SCHEMATIC) (OMLY SCHEMATIC)
TAELE=2
SyrdBEOL DESCR|P TN
COLD WATER PIPE
HOT WATER FIFE
SOIL FIFE
WASTE FIPE
WEMT FIFE
GATE WALVE IN CHAMBER
— iy CATE WALVE ON HORIZONTAL RIFE
N GATE WALVE ON VERTICAL PIPE
- — HOTES:
_ che FLOAT VALVE 1. AT ONE TIME OMLY ONE PUMP
e FLOOR CLEAN OUT WILL BE M OFERATION & SECOND STANDEY.
el CLEAW OUT IM THE FALSE CHLING 2. DUTY CF PUMPS SHALL BE INTERCHAMGED
AFTER SOME TIWE BY THE USERTO ALLOW
' WATER TAP BOTH PUMPS TO REMAIN FUNCTIONAL.
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