


U.S Consulate General, Peshawar 
Peshawar, Pakistan 
October 29, 2020
To: Offerer 

From: Contracting Officer 
General Service Office 
U.S. Consulate General 
11 General Hospital Road, 
Peshawar Cantt 

peshawarprocurement@state.gov; kamala@state.gov 

Subject: PR9516560 : New Well Drilling with complete installation of required equipment and material at Container Yard University Town, U.S. Consulate General, Peshawar

1. GENERAL:

The purpose of this work is to drill a new hole to create a well for ground water with all related accessories like submersible pump, control panel and piping. Contractor shall provide all construction/fabrication, furnishing of materials, labor and equipment as described in scope of services.

2. LOCATION:
	
	The work location is at Container Yard that is located at Circular road university town Peshawar.

3. GENERAL REQUIREMENTS: 

3.1 The work shall be executed in a diligent manner in accordance with a fixed performance period of thirty (30) working days. 

3.2 Contractor shall perform the job in accordance with U.S. Codes and standards and local host country codes.

3.3 The Facilities Section U.S. Consulate General Peshawar will provide technical direction to the Contractor. 

4. SCOPE OF SERVICES

	The contractor shall provide the cleared personnel, material, equipment and supervision to complete the technical requirements in this statement of work. The contractor shall follow the safety and security directives as explained by Contracting Officer Representative (COR).

The work consists of, but is not limited to, the following:

4.1 Hole drilling for water well

4.1.1. Identify suitable location for water well at the Container Yard compound.

4.1.2. Drill a hole of depth approximately 180 feet and 8” inch diameter. Care should be taken that the hole is vertically straight.

4.1.3. Install 6-inch diameter SCH 40 PVC Well casing pipe and sockets that should comply with ASTM F 480 standards. The casing should be sufficient to accommodate the pump and motor that will be lowered in the well. The casing should be straight and should not deviate more than 2 degrees. The casing should be protected with grout around its surface to protect the PVC pipe from contaminations. The casing should extend at least 12 inches above ground. Steel rope size 8mm will be attached with the submersible pump for lifting or lowering the pump.


4.1.4. PVC Schedule 40 pipe roll, 2 Delivery pipe of 2 inch diameter for water supply should be installed and fitted. The pipe and fitting should comply with ASTM D 1784, ASTM D 1785 and NSF 14 and 61 or equivalent standards. The piping should extend further 20 feet on the ground with all necessary shut-off, regulating valves and check valves.

4.1.5. A single phase, two (2) horsepower (HP), 50 Hz, 220Volt, submersible pump-motor (Italian) with flat cable 200 feet for power and water level switch with signal cable should be provided. 


4.1.6. Control panel for the motor with all necessary accessories like start/stop push button, over/under voltage protection, over/under frequency protection, overcurrent/overload protection and water low level protection should be provided.
4.1.7. The Well should have strainer/screen of either mild steel or fiber glass or PVC. The opening of the screen should be sufficient enough to allow water entry without clogging or jamming.

4.1.8. The well should be topped with a temper-resistant and vermin proof, vented cap to prevent external contaminations and insects entering the well.


4.1.9. Around the opening of the Well a concrete slab of 4’*4’*4” should be constructed.

4.1.10. When the Well has been drilled to its full depth and the final casing and screen assembly installed, the Well should be cleaned and developed for yield. All construction related debris and sediments should be removed from the well.


4.1.11. Disinfection of Well water by using chlorination method should be carried out.

4.1.12. Water yield and performance: The contractor should ensure that the yield from the well is continuous for at least 2 hours from the 2-inch discharge pipe.


4.1.13. The Contractor shall warrantee work to be free of defects and poor workmanship for a period of 6 months from the date of acceptance.

5. The Contractor shall be responsible for the professional quality, technical accuracy, and the coordination of all construction and other services furnished under this contract.  The Contractor shall, without additional compensation, correct or revise any errors or deficiencies in its services.

6. Any cost associated with services subcontracted by the Contractor shall be, borne by, and be the complete responsibility of the Contractor under this fixed price of this contract.

7. The Contractor is responsible for safety and shall comply with all local labor laws, regulations, customs and practices pertaining to labor, safety and similar matters. Contractor shall submit a safety plan.  The Contractor shall promptly report all accidents resulting in lost time, disabling, or fatal injuries to the COR.

8. The Contractor shall be and remain liable to Consulate General Peshawar in accordance with applicable laws for all damages to United States Government property caused by the Contractor's negligence in the performance of any of the services furnished under this contract.

9. The Contractor shall examine all the documents.  The Contractor is responsible for knowing all the conditions and limitations applied to the work.  Con. Gen. Peshawar shall make no subsequent allowance to the Contractor for neglect of the existing conditions.

10. The Contractor shall be responsible for all required materials, equipment and personnel to manage, administer, and carry out supervision of this project. All workmanship shall be of good quality and performed in a skillful manner as determined by the COR.

11. Contractor shall execute the work in a diligent manner and complete the project within the performance period.  Contractor shall clean the site daily.

12. The Contractor may use the area within the compound for operation of his construction equipment and may maintain temporary facilities with COR approval.  The Contractor is responsible for obtaining any additional off-compound storage as required. 

13. All temporary connections to power lines shall be coordinated with the Facilities Maintenance Supervisor (FMS) through the COR. 

14. If any of the Contractor’s services do not conform to the contract requirements, the COR may require the Contractor to perform the services again in conformity with the contract requirements. Consulate General Peshawar may, by contract or otherwise, perform the services and charge the Contractor any cost incurred by Consulate General Peshawar that is directly related to the performance of such service or terminate the contract for default.

15. The COR has the right to inspect and test all services called for by the contract, to the extent practicable, at all times and places during the term of the contract.  The COR may perform quality assurance inspections to confirm that Contractor performs the work according to the Contract Documents.

16. The Contractor shall visit the site to determine the full extent of the work. Failure to inspect the site will not constitute grounds for a claim after contract award. A site visit will be scheduled through the Contracting Officer (CO).

17. The Contractor shall dispose of materials removed under this contract at a legally approved disposal site. The Contractor shall adhere to all local laws, and requirements concerning removal, transportation, and disposal of the material.

18. Temporary electrical power and water shall be provided by the Consulate at no cost to the Contractor from existing lines and sources located at the building site. The characteristics and source locations may be verified by a visit to the site. The Contractor shall provide ample temporary storage shed space for materials requiring shelter from the weather, and security and safety protection.

19. DELIVERABLES, SCHEDULE AND PERIOD OF PERFORMANCE 

19.1 Contractor shall complete all work under this Contract within thirty (30) working days upon receipt of the Notice to Proceed. 

19.2 The Contractor shall commence work under this contract promptly, execute the work diligently, and achieve final completion and acceptance including final cleanup of the premises within the contract period specified.  

19.3 Liquidated damages shall be assessed at Rs 10000.00 PKR per day for any delays past the 30 performance days from NTP.

19.4 Quote must be in line item format, clearly defining material, labor, and installation cost.  

19.5 The CO has the right to inspect and test all services called for by the contract, to the extent practicable always and places during the term of the contract.  The CO may perform quality assurance inspections to confirm that Contractor performs the work according to the Contract Documents.

20. AWARD

Contract award is based on a “Lowest-Priced Technically Acceptable (LPTA) contracting procedure.  Proposals undergo an initial evaluation for technical acceptability.  Proposals that are determined to be technically acceptable are then competed for award. Award is based on lowest price. 

The following table defines the criteria for technical acceptability.  These items must be present in the proposal.  Failure to provide any of the following deliverables may deem the contractor quotation as being unacceptable.  A determination of unacceptable precludes the bid from consideration.

	State, in writing, and agree to the 30 days credit payment terms?

	A minimum of one foreman person capable of communicating and reading the English language. (these persons should be present at the site visit) 

	Was any representative of the contractor present at pre-bid meeting?

	Provide an established business with a permanent address and telephone listing?   

	Demonstrate prior construction experience with suitable references?   

	Is past performance acceptable?

	Provide a list of necessary personnel (to include qualifications), equipment (major tools and accessories) and financial resources available to perform the work?  

	List approximate number of personnel that will be on-site to carry out said work

	Provide proof or capability to obtain a performance and guarantee bond and a payment bond, or to post adequate performance security, such as irrevocable letters of credit or guarantees issued by a reputable financial institution; 

	Provide a warranty period and description of items covered that is to be issued upon project completion?                            

	Provided detailed project schedule showing work phasing and proposed daily progress schedule?  Bar chart schedule is preferred.

	Provide a cost breakdown, as shown in the example above

	Is quote received within due date?

	Is contractor quoted reasonable price?

	Is quote submitted properly followed the instructions mentioned in the covering letter?

	Is period of performance acceptable which is mentioned in the SOW ?

	Is contractor demanded advance payment?  (the USG does not provide advance payment)




Contract Clauses:

FAR & DOSAR clauses will apply to this Procurement. These clauses can be accessed through following link 
http://aopepd.a.state.gov/Content/documents/overseas_comm-item-fac-2005-36.docx

52.249-2	Termination for Convenience of the Government (Fixed-Price)
		(MAY 2004) Alternate I (APR 1984)
52.212-4	Contract Terms and Conditions—Commercial items (May 2015)
52.212-5	Contact Terms and Conditions required to implement statutes or Executive Orders—Commercial Items (Feb 2016)

The Contractor is required by FAR 52.228-5, "Insurance - Work on a Government Installation" to provide whatever insurance is legally necessary

21. TERMS & CONDITIONS 
Inspection & Acceptance: 

A Government representative will inspect the work, to determine the quality and acceptability. Substandard work shall be rejected/returned at vendor’s expense. 

Payment Terms:
 
Payment will be made within 30 days through Electronic Funds Transfer (EFT) upon submission of legitimate invoice to Finance Office after satisfactory service is provided. 

To save administrative expenses; we will make payments on quarterly basis i.e. after receiving services for every three months.


Submission of Invoice:
 
Each invoice shall include vendor invoice number, purchase order number, date issued, brief description of supplies/services provided, quantities, unit and total price and signed by the signing authority. 

Original invoice should be submitted to Finance Office, at address given below. 

Finance Office 
US Consulate General, Peshawar 
11 General Bakht Khan Road, Peshawar Cantonment 
Or e-mail to: peshawarfinance@state.gov 
CC: peshawarprocurement@state.gov 

Although email is the preferred method, invoices may also be submitted by mail 
Note: Vendor must write bank account detail on invoice when submitting to Finance Office. 
For payment related queries please contact peshawarfinance@state.gov 
Contracting Officer takes no responsibility for payment and/or associated queries. 

Offer Due Date: 

Pre-solicitation visit will be arranged on November 10, 2020. Interested parties/companies/contractors based in Pakistan wishes to visit the location, must submit the detail of their representative/s but not more than 02 persons i.e. Complete name, CNIC #, Vehicle make, model, color & number) to procurement office @ Peshawarprocurement@state.gov  by November 08, 2020, to get access approval. 

Pakistan based parties/companies/contractors even if not undertaken site visit and interested to submit their itemized proposal and quotations must submit it on or before November 15, 2020 to Procurement Office, U.S. Consulate General, Peshawar via Email to the following email address: Peshawarprocurement@state.gov or through courier to:-


Attention: 	Procurement Section
US Consulate General, Peshawar 
11 General Bakht Khan Road, Peshawar Cantonment

1. Quotation must be prepared on company letter head in accordance with the requested details of RFQ.
 
2.     The reference of RFQ must be mentioned in all correspondence regarding this request for site visit and price quotation.
